ELECTRICAL CONNECTION BETWEEN
CABINETS LOCATED IN UPPER 1/3
OF CABINET—4"CHASE NIPPLE AND
INSULATED BUSHING W/W.P. SEAL

24"Wx36"Hx16"D NEMA 4

316 SS POLISHED INSULATED
CABINET W/1” RIGID FIBERGLASS
FOIL BACK ON BOTH SIDES. BY
HOFFMAN ENGINEERING CO.
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